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Abstract— Large and distant offshore wind power plants can 
be efficiently connected to the onshore power grid network using 
VSC-HVDC (Voltage Source Converter based HVDC) 
transmission. Chopper controlled resistors can be used to limit 
the DC line over-voltage when there is a fault on the onshore AC 
grid and power transfer to the grid is obstructed. Considering 
the development of full scale converter based wind turbine 
generators (WTG), use of unit rated chopper controlled resistors 
for each of the full scale AC-DC-AC converter system of the 
individual turbines has been proposed in place of the one on the 
HVDC line side. Both the cases have been simulated and their 
performances are found to be similar. Thus, it justifies that the 
chopper resistors in the full scale converters are sufficient to 
handle the low voltage fault ride through (LVRT) conditions.  
 
Index Terms—Wind Power Plants, VSC-HVDC, Chopper 
controlled Resistors, DC Over-voltage, full scale converter, Wind 
turbine generators (WTG). 
I.  INTRODUCTION 
IND power plants (WPP) have come a long way from 
isolated wind turbines to clusters of large wind turbines 
of a few MW power sizes. Now WPP is regarded as a viable 
and competitive source of renewable energy. By the end of 
2008, total installed capacity of WPP reached above 120.8 
GW in the world; out of this nearly 66 GW has been installed 
in Europe, mostly onshore WPP’s[1]. Due to scarcity of 
onshore sites, developments in offshore technologies and 
availability of a better aerodynamic profile, the trend in 
Europe is to develop large offshore WPP. By 2030, Europe 
expects to have 300GW of wind energy, of which 120GW is 
expected from Offshore WPP’s[2]. 
A WPP comprises of a large number of wind turbine 
generators (WTG’s) connected together at the collector bus. 
Each WTG has a wind turbine driving the generator, usually 
through a mechanical gearbox assembly. The generator may 
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be directly connected squirrel cage induction machine running 
mostly around a fixed speed, or a doubly fed induction 
generator which can allow 25-30% speed variation.  
While variable speed induction generators provide a 
flexible coupling to the grid, synchronous machine has a stiff 
coupling to the grid as it can run only at synchronous speed. A 
small deviation around the synchronous speed produces a 
corrective torque on the machine so as to return to the 
synchronous speed. Such a stiff coupling between the 
generator and the grid is undesirable in wind turbine generator 
as the transient torques produced in the shaft causes 
significant mechanical stress on the gears [3]. Full scale 
converters can decouple the synchronous machine speed from 
the grid frequency and thus provide for flexible operation over 
a wide range of speed. The present paper assumes 
synchronous generators with full converters, though it is 
equally applicable for induction generators using full power 
rated converters. 
Fig. 1 shows a single line diagram of a WPP comprising of 
WTG with full scale converters (FSC). Output voltage of the 
WTG’s with full scale converters are stepped up to connect to 
the collector bus. The collector bus voltage is further stepped 
up and then connected to the onshore AC grid network using 
high voltage cables. Due to cable-charging and subsequent 
reactive power management issues associated with High 
Voltage AC (HVAC) cable transmission, High Voltage DC 
(HVDC) transmission is favorable, especially for long 
distance cable transmission [4]. Developments in the last 
decade in voltage source converter (VSC) technology has led 
to the evolution of VSC based HVDC (VSC-HVDC) 
transmission system. Such a VSC-HVDC transmission is 
capable of 4-quadrant operation enabling full control of both 
the active and reactive powers at both ends of the DC 
transmission, independently of each other. 
In Fig. 1, synchronous generators driven by wind turbines 
operate at variable frequencies corresponding to their speed of 
operation. Each of them is coupled to a common collector bus 
operating at controlled frequency of 50Hz (60Hz or other 
frequency of operation is equally feasible) through a full scale 
AC-DC-AC converter (FSC). The collector bus voltage is 
stepped up and then rectified to HVDC for transmission to the 
onshore grid. Onshore the HVDC is inverted back to HVAC 
and then connected to the AC grid through interconnecting 
transformers. Tuned filters are used at both terminals of VSC-
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Fig. 1 VSC-HVDC Connection for Wind Power Plant comprising of Wind Turbines with Full Scale Converters 
 
Fig. 2 Wind Turbine Generator with Full Scale AC-DC-AC Converter, Chopper resistor in the DC link and its transformer
HVDC to filter out the high frequency harmonics. Different 
control strategies can be adopted for the HVDC transmission 
system. This paper refers to a specific case, in which the 
offshore VSC controls the voltage magnitude and frequency 
of the offshore grid voltage. Power control strategies remain 
with the WPP-controllers. The onshore VSC regulates the DC 
link voltage, such that under normal operating conditions, the 
power injected into the dc grid is transferred to the onshore 
AC grid and power balance is maintained [5]. 
However, when there is a fault on the onshore ac grid, the 
AC grid voltage at the point of common coupling (PCC) dips, 
thereby reducing the power transfer capability from the 
onshore VSC-HVDC terminal. On the other hand, power 
generated by the WTG’s cannot be ramped down 
instantaneously. The excess power gets accumulated in the 
VSC-HVDC system capacitance, thereby, leading to DC over-
voltage. Chopper controlled resistors are used to dissipate the 
excess power and thus limit DC voltage rise within safe levels, 
while the WTG’s are signaled to reduce their generation as 
quickly as possible [6,7]. Chopper controlled resistors have 
been used in HVDC Nord E.ON 1 to prevent DC over-
voltages by temporarily dissipating the excess power [8]. 
Chopper controlled resistors have been used as braking 
resistors to dissipate the braking energy in variable frequency 
drives [9]. Similar scheme is used in the FSC in WTG to 
check the DC link over-voltages in their DC link [9]. In this 
paper the performance of the chopper resistor in the FSC is 
compared with the performance of chopper resistor in the 
HVDC system with respect to controlling the HVDC system 
over-voltage during low voltage faults in the onshore grid. 
Section II describes the origin of over-voltage in the 
HVDC system during onshore grid faults and the role of 
chopper resistors in controlling it within safe limits. In section 
III, the PSCAD model of the WPP-HVDC system is briefly 
explained. Simulation of the two cases with different voltage 
dip levels and the observed results are discussed in section IV 
and then finally it is concluded in section V. 
II.  DC OVER-VOLTAGE AND ITS CONTROL 
Onshore grid fault close to the VSC-HVDC terminal is 
may dip the AC grid voltage to very low levels, thereby 
affecting power transfer from the HVDC converters to the 
grid. E.On Grid Code requires that the WPP remain connected 
till the grid voltage at the PCC drops down to 0% of the 
nominal levels for periods lasting as long as 150ms, and inject 
reactive current to assist in the system recovery [11]. As the 
fault is cleared and voltage starts building up, the WPP has to 
ramp up active power supply. In VSC-HVDC transmission, 
chopper controlled resistors are used to provide low voltage 
ride through capability. 
A.  Mathematical Analysis for the Overvoltage 
Power transfer capability from the Grid Side VSC to the 
grid is given by the formula,  
*





δ δ= −                                            (1)                    
Where, 
Pcg – Power transfer from the converter to the grid 
Vc∠δc –Converter terminal voltage (Magnitude and Phase 
of the fundamental component) 
Vg∠δg –Grid terminal voltage (Magnitude and Phase at the 
filter bus),  
Xph –Reactance of the phase reactor 
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The resistance, Rph, of the phase reactor is negligible in 
comparison to the reactance and hence neglected for 
simplicity. 
From (1), if Vg drops to 0, active power cannot be 
transferred to the grid. The converter can, however, supply the 
reactive current corresponding to its current ratings. Under 
such circumstances, and as long as the WPP power generation 
(Pwpp) cannot be ramped down, the WPP side VSC continues 
injecting the collected power into the HVDC line and the 
capacitors, thereby resulting in DC over-voltages, as given by 
Eq. 2. 
 
2 ( )dc wpp cg
eq
V P P dt
C
= − ⋅∫                                     (2) 
Where, Ceq is the equivalent capacitance of the HVDC line 
and the DC capacitors.  
B.  Chopper Controlled Resistors 
The DC over-voltage can be controlled within safe limit if 
the excess power is dissipated by some means, like chopper 
controlled resistors. Total equivalent size of such resistor can 







=                                                                  (3) 
If the dc over-voltage can be limited to 5% of the rating, 
the short time current rating of the chopper-resistor system has 
to be, 





= = = ⋅         (4)  
In other words, the chopper-resistor system has to be rated 
for 5% over-current, at least for the short time, and 5% over-
voltage. 
C.  Chopper Controlled Resistors in Full Scale Converters 
When every WTG is equipped with a FSC, the chopper 
controlled resistors can be placed on the DC links of the 
WTG-FSC’s. During the periods while DC over-voltage 
persists, the WPP side VSC-HVDC controller may be active 
to bring down the HVDC voltage. Eventually, it will reduce or 
block power injection into the HVDC system. Then, the 
WTG-FSC will see power unbalance as power injected by the 
WTG does not get transferred to the VSC-HVDC. 
Consequently, there is overvoltage in its DC link. Chopper 
controlled resistors can be used at this stage to avoid such 
overvoltage build up. Since the WTG-FSC system is rated for 
the turbine power and voltage rating, the chopper-resistor 
system can be of the same rating and thus smaller in size and 
capacity. In this way, the chopper-resistor in the HVDC 
system can be replaced by smaller chopper-resistor units in 











=                                                     (7) 
, ,1.05WTG chop WTG ratedI I= ⋅                                           (8) 
III.  SIMPLIFIED MODEL OF WPP WITH VSC-HVDC 
CONNECTION 
Fig. 3 shows a simplified model of the WPP comprising of 
WTG’s with FSC’s, and connected to the grid by VSC-HVDC 
connection. The VSCs of the HVDC have been modeled in 
terms of current and voltage sources. The converter AC 
terminals are represented as 3-phase AC voltage sources, the 
voltage magnitude being decided by the control algorithm 
adopted. The DC side has a current source determined on the 
basis of power exchanged with the AC terminals.  
In the present model, the grid side VSC controls the HVDC 
transmission voltage around the specified reference value. In 
order to achieve this, DC voltage control loop in the onshore 
VSC-HVDC controller determines the power to be evacuated 
to the grid and sets the d-axis current reference. The q-axis 
current reference is set from the desired reactive power 
exchange level. The reactive power exchange may be 
commanded or estimated for AC voltage control at the PCC. 
The inner current control loops estimates the voltage 
magnitude in d and q axes so as to attain the reference current 
flows through the phase reactors against the grid voltage at the 
point of common coupling.  Using phase locked loop (PLL) to 
obtain the instantaneous angle of the voltage vector and then 
applying Park’s transformation, the instantaneous three phase 
voltage can be synthesized. Since average value models have 
been used for representing the VSC’s in terms of current and 
voltage sources, switching harmonics will not appear and the 
filters have been ignored in this study. On the WPP side, the 
VSC AC terminal voltages are set at desired AC voltage and 
frequency. The WTG-FSC’s are modeled in a similar way.  
Each WTG, shown in Fig 4, has been treated as a constant 
power source.. Reactive power of the WTG does not affect the 
net power flow in the DC link of full scale converter; and it 
has been ignored. The WTG’s have been modeled as three 
phase current sources, driving current against the measured 3-
phase voltage at the point of connection. The magnitude of the 
current is decided by the specified active and reactive power 
output and the positive sequence component of the measured 
voltage at the interface. The output AC terminals on the 
collector bus side of the full scale converters have been 
modeled such that excess power from the DC link is injected 
into the collector bus and an equivalent current is drawn from 
the DC link. Thus, DC link voltage control is achieved. 
The current sources representing the AC side of the WTG-
FSC are computed at 33kV level. The transformer is simply 
represented by its series impedance. The 33kV cable 
connecting the WTG transformer to the collector bus has been 
modeled. 
The chopper resistors and their switching during DC over-
voltages have been modeled as equivalent average current 
sources for the dissipation of excess power. The value of 
current dissipated depends upon the level of over-voltage.  
The grid has been modeled as a voltage source behind 
impedance. The grid impedance is estimated on the basis of 


















































Fig. 3 Simulation Model of WPP-HVDC-grid system 
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Fig. 4 Model of a Wind Turbine Generator with Full Scale Converter  
IV.  SIMULATION OF THE WPP WITH HVDC 
A 400 MW WPP with 80 x 5MW WTG’s connected to the 
onshore AC grid through VSC-HVDC transmission has been 
modeled in PSCAD as 5 aggregated WTG of 80MW size and 
simulated to study the low voltage fault ride through 
performance of the WPP-HVDC system. The WTG’s are 
assumed to continue operating at constant power level; no 
reduction in generation is applied during fault. The system 
parameters are given in Table 2 in the Appendix. 
Two sets of cases have been studied and compared. In the 
first set of cases the chopper resistors are placed in the 
HVDC-transmission system. In the second set of cases the 
chopper resistors are installed in the full scale converters of 
the wind turbine generators.  
An additional case has been studied to study the DC over-
voltage when the fault is at the collector bus. 
A.   Chopper Resistors on HVDC Transmission Terminal 
As shown in Fig. 2, chopper resistors are placed on the grid 
side VSC terminal of the HVDC transmission system. DC 
over-voltages in the HVDC lines and the full scale converters 
have been studied when the ac voltage at the 150kV bus of the 
converter transformer dips to 19kV, 42kV, 80kV and 118 kV 
for 150ms duration. These voltage levels are arrived at when 
voltage dips to 10%, 25%, 50% and 75% of nominal levels are 
simulated by dividing the grid impedance into two parts and 
connecting the fault impedance between them.  
Fig. 5 shows the power flowing from the collector bus and 
the reduced power transfer to the grid when the voltage at the 
150kV bus dips to 42 kV. The resultant over-voltage in the 
HVDC system and chopper resistor current is shown in Fig. 6.  
 
Fig. 5 Power at Collector Bus and Power Transmitted to the Grid when the 
PCC voltage dips to 42 kV in Case A. 
 
Fig. 6 HVDC Over-voltage and chopper resistor current when the PCC 
voltage dips to 42 kV in Case A 
HVDC voltage at the grid side VSC rises to 309 kV while the 
power flow into the grid drops to 128 MW. The peak current 
through the chopper resistor is 0.8 kA. Table 1 summarizes 
the power flow, observed DC over-voltage and peak current 
through the chopper resistor for the different voltage dips 
simulated. 
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TABLE 1 DC OVERVOLTAGE FOR IN CASES A AND B DURING VOLTAGE DIPS OF 
DIFFERENT LEVELS AT THE PCC 
 
B.  Chopper Resistors in the DC links of FSC-WTGs 
Chopper resistors are placed on the DC link of the WTG-
FSC’s, as shown in Fig 1. The chopper resistor in the HVDC 
system is deactivated. When the offshore terminal DC voltage 
exceeds the estimated offshore DC voltage by a certain 
amount, say 1% (in this case), the WPP side VSC generates a 
‘reduction factor (RF)’ for the reduction in the input power. It 
is applied to the WTG-FSC to reduce the output power. In 
practice, this might be attained through a communication link 
or it may be signaled through a reduction of collector bus 
voltage and/or rise in frequency.  
Fig. 7 Generation of Reduction Factor for Active Power input to the WPP-side 
VSC 
Fig. 7 shows a block diagram for generating the reduction 
factor (RF). The nominal HVDC voltage at the offshore VSC 
terminal is estimated by adding the voltage drop in the HVDC 
cable resistance and inductance to the VSC-HVDC reference 
voltage specified at the grid side VSC and then compared with 
the measured offshore HVDC voltage. The over-voltage 
above certain threshold (LL=1%) is thus sensed and then used 
to determine RF. A linear function has been shown; though 
any other function might be used depending upon specific 
cases. Further the power input reduction has been assumed to 
fall down to 0 when the over-voltage hits or exceeds the upper 
threshold (HL=5%). RF may be allowed to drop down to 
negative values so as to facilitate the quick reduction of over-
voltage. 
For the simulated case when the voltage dips to 42 kV level 
at the 150kv terminal of the converter transformer, Fig. 8 
shows that the power input to the HVDC system is reduced 
progressively as the HVDC system voltage rises to 312kV 
(observed at the grid side VSC).  Fig. 9 shows the chopper 
resistor peak current rising to 522 A at the DC-link voltage of 
6.19 kV. Power transferred to the grid, DC over-voltage at the 
onshore terminal of VSC-HVDC, and the current dissipated in 
the chopper resistor HVDC for other voltage dip levels are 
compared with those of case ‘A’ in Table 1. The overvoltage 
observed in the DC link of WTG-FSC is given as well. 
 
Fig. 8 Power at Collector Bus and Power Transmitted to the Grid when the 
PCC voltage dips to 42kV in Case B. 
 
Fig. 9 : Over-voltages in the HVDC system, the WTG-FSC DC link and the 
FSC chopper resistor current when the PCC voltage dips to 42 kV in Case B. 
C.  Fault in the Collector Bus: Overvoltage on the DC-link of 
the FSC’s 
When there is a fault in the offshore grid, say at the 
collector bus, the HVDC transmission system will not 
experience any overvoltage phenomena. Rather, it will 
experience sudden over-currents in the converters and go into 
protection mode by disconnection or switching into current 
limited operation mode; thereby interrupting the power flow 
into the HVDC system. Depending upon whether the WPP 
side VSC-HVDC converter remains connected or not, the 
collector bus side VSC of the full scale converter might have 
to be disconnected in absence of any synchronizing voltage or 
it might be operating in a current limited mode at a very low 
AC terminal voltage due to the fault. In both the situations, the 
WTG-FSC will see a sudden reduction of power output, 
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whereas the input remains constant. Consequently, the excess 
power in the DC link will lead to over-voltage in the DC link.  
 
Fig. 10 i)Power at the Collector bus and the power transmitted to the grid ii) 
HVDC Voltage fluctuation  
 
Fig. 11 i) Chopper Resistor Current in the DC link of the Full Scale Converter  
and ii) DC link over-voltage of the Full Scale converter during Voltage dip to 
42 kV at the Collector Bus 
Fig. 10 shows the power flow to the AC grid and the 
HVDC voltage when a fault is simulated on the collector bus. 
Fig 11 shows that current dissipation in the chopper resistors 
and  the over-voltage in the DC-link of WTG-FSC is checked 
within slimits. On the other hand, as shown in Fig. 12, there is 
no means to dissipate the excess energy and the DC link 
attains high over-voltage when there is not any chopper 
resistor in the DC link of WTG-FSC. 
 
 
Fig. 12 DC link over-voltage in the Full Scale converter during voltage dip to 
42 kV at the Collector Bus in absence of the chopper resistor. 
V.  CONCLUSIONS 
Similar levels of over-voltages in HVDC system have been 
observed in the two sets of simulated cases when the chopper 
resistors are placed in the HVDC system and when they are 
placed in the DC links of the full scale converters. Through 
this simplified simulation results, the two methods appear to 
perform in a similar way to check the HVDC system over-
voltage.    
However, using the chopper resistors in the DC link of the 
full-scale converters has merit as the resistor size and ratings 
is greatly reduced when compared to a large resistor bank 
required when it is placed on the HVDC line. Putting the 
chopper controlled resistors in the DC link of full scale 
converters will be an attractive option as these will have to 
face a lower DC voltage and power ratings. Further, the 
chopper resistor on each of the full-scale converter provides 
them DC-link over voltage protection against faults between 
the full scale converter and the HVDC converter, for example 
a fault on the collector bus.  
Therefore the WTG-FSC’s should be equipped with the 
chopper controlled resistors while the chopper resistor in the 
HVDC may be eliminated.  
The study assumes that the WPP does not ramp down the 
power generation. However, modern WTG’s are capable of 
cutting down power generation by pitch regulation. Though it 
is a slow control when compared to electrical control systems, 
it would still help in optimizing the chopper resistors.  
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VI.  APPENDIX 
Table 2 : System Parameters used in the simulation 
Onshore Grid
1 Base MVA 500 MVA
2 Base voltage (rms, line-line) 400 kV 
3 Shor Circuit Capacity 25 pu
4 Grid Impedance Angle 80 degree
Converter Transformers (Onshore)
Size 500 MVA
Voltage Ratio (for onshore) 400/150 kV
Voltage Ratio (for offshore) 150/33 kV




5 Inductance 17 mH
6 resistance 10 mOhm
HVDC System
Pole to pole DC boltage 300 kV DC
Power rating 400 MW
HVDC Cable
Cable length 200 km
resistance 2.797 Ohm
Inductance 22.31 mH
Shunt Capacitance 28.15 uF
DC capacitors (at VSC terminal) 35.5 uF
Offshore WTG Cables




Shunt Capacitance 0.4 uF
WTG-FSC DC Voltage 6 kV
(The FSC (with its transformer) is modelled as a current source hence 
the AC Voltage is not explicitly specified. It is connected to the 33kV 
cable through an impedance)
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